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Abstract: A good polymer insulator can maintain the hydrophobic surface properties. However, polymer insulator 
is exposed to the environment which may lead to the deposition of rain water or factory oil. Oil is categorized as 
hydrophobic while water has a hydrophilic feature which when deposit on the insulator surface, it may affect the 
performance of insulator. Therefore, this paper studies the effect of water and oil contamination on current density 
and space charge distribution along 15 kV polymeric insulators particularly ethylene propylene-diene monomer 
(EPDM) and silicone rubber (SiR). A three-dimensional model of polymeric insulator was designed using a finite 
element software to evaluate the current density and space charge distribution while the experimental works was 
conducted in the laboratory to measure the charge distribution only. The results reveal that both current density and 
charge distribution is affected depend on the conductivity of contamination conditions. Both results extracted from 
simulation and experimental is in agreement where the EPDM insulator have higher amplitude of charge compared 
to SiR insulator. 
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It is well known that insulation prevent the flow of current on the conductor. There are mainly three types of 
insulators used for transmission lines particularly glass, porcelain and polymeric insulators. Glass and porcelain insulators 
are the earliest insulators used for outdoor applications that offers many advantages such as very high mechanical strength 
under pressure and hardness. Meanwhile, polymeric insulators are worldwide used for outdoor applications due to its 
better characteristic than porcelain and glass (Marungsri, Onchantiek and Oonsivilai, 2008)(Jamail, Piah, Muhamad, 
Zainir, Kasri, and Kamarudin, 2013). The main advantages of polymeric insulators over porcelain and glass insulators 
are lightweight, durable, and maintain hydrophobic surface properties (Norddin et al., 2013). Although the polymeric is 
lightweight and durable, it is also undeniable that the surface of polymeric is often exposed to the surrounding especially 
contamination source which can affect the polymeric performance (Looms and Chapman, 1991) (Moussavi, 
Sheikhdoragh and Shayegani-Akmal, 2012). 
There are many types of polymeric insulators but as ethylene propylene-diene monomer (EPDM) and silicone rubber 
(SiR) are the most widely used insulator in HV application (Khan, Amin and Ahmad, 2018). The schematic diagram of 
SiR and EPDM insulators are illustrated in Fig. 1 and Fig. 2, respectively. Both insulators have different dielectric 
strength levels (Mansor, Hamzah, Kamarol, and Mariatti, 2014) where SiR is known to have a better dielectric strength 
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compared to EPDM. Meanwhile, EPDM also has a unique combination of physical properties that suitable for outdoor 
performance but less sensitivity to contamination (Kroschwitz, 1990). The presence of contamination layer either small 
or large on the polymeric surface is believed may weaken the insulator performance. Therefore, in this paper, three 
dimensional (3D) COMSOL model was developed based on the real geometrical dimensions available in the laboratory 
with the purpose to investigate the effect of contamination layer on the current density and charge distribution along the 
insulator surface. 
 
Fig. 1 - Schematics diagram for SiR 
 
Fig. 2 - Schematics diagram for EPDM 
 
2. Significant Study on Current Density and Charge Distribution 
In the the design process, the behaviour of current density should be the main consideration to ensure it give the 
satisfaction in lifetime performance. Based on literature, charge distribution is a charge that is scattered across the surface 
of the insulator while the space charge is assembled in one place only. However, the existence of space charge can affect 
the current since the current was directly proportional to the space charge. The relationship between current density and 










Referring to equation Error! Reference source not found.), the current density is inversely proportionally to the 
total area while current is directly proportional to the current density. Since the presence of space charge is related with 
the existence of varies conductivity in the insulation material (Othman, Piah and Adzis, 2017), the space charge density 
effect can be predicted based on the equation Error! Reference source not found.). Not only that, the change in 








is the space charge density 
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J is current density 
E is electric field 
ɛr is the relative permittivity of material 
ɛo is the permittivity of free space 
 is the conductivity of the material 
 
Based on aforementioned equations, it can be concluded that the presence of conductivity may affect the space charge 
density value and current density as well. This effect can be seen especially when the value of the conductivity is varies. 
Therefore, in this paper, the variation of conductivity is analysed by modelling a layer of water and oil on the insulators 
surface which act as the contamination layer. Moreover, the water and oil were chosen as contamination layer to represent 
the effect of hydrophobic and hydrophilic properties acting on the surface of polymeric insulators. 
 
3. Materials and Methods 
3.1 Insulator Model and Simulation Parameters 
Fig. 3 shows two types of insulators particularly SiR and EPDM that modelled with voltage rated of 15 kV using 3D 
COMSOL software. Both insulators were modelled in clean and contaminated conditions where a uniform layer of water 
and oil was coated on the entire surface of insulators. 
Table 1 shows the insulator material properties based on relative permittivity and conductivity itself. Meanwhile, the 





Fig. 3 - Model insulators (a) SiR; (b) EPDM 






SiR 4.3 10-12 
FRP core 7.2 10-12 
Forged steel 1 5.9 x 107 
Polypropylene 2.2 1.12 x 10-7 
Water 80 5.5 x 10-6 
Oil 2.2 2000 x 10-12 
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Arc sheds 360 mm 340 mm 
Shed diameter 115 mm 
135 mm, 
115 mm 
Sheath diameter 20 mm 30 mm 
Service voltage 15 kV 15 kV 
 
3.2 Experimental Works 
Fig. 4 exhibits the insulator setup in the chamber where insulator was placed with stainless steel mesh and charge 
sensor was connected with the mesh. The stainless-steel mesh with holes size of 1 cm x 1 cm was used as a medium to 
capture the charge on polymeric insulator surfaces. The material used for the mesh was similar but it was in a different 
size for different insulator types. The size of mesh with diameter and height is 24 cm x 36 cm, respectively was used for 
an alternate sheds insulator; while for a straight sheds insulator the diameter was reduced by 2 cm with the height of mesh 




4. Results and Discussion 
Fig. 4 - Insulator setup 
The current density and charge distribution were simulated by setting all related parameters that is needed. 
Simulation and experimental results were compared between silicone rubber (SiR) and ethylene propylene-diene 
monomer (EPDM) insulator mainly on the current density and charge distributions on the surface insulator. However, in 
simulation, SiR and EPDM insulator are discussed in two different surfaces i.e. clean and contaminated conditions while 
the experiments are tested only under clean surface condition to obtain charge distribution on the insulator surface. 
 
4.1 Simulation Results for SiR Insulator 
Fig. 5 (a) shows the current density contour plot of 15 kV SiR insulator under clean and contaminated conditions. It 
is accepted from equation Error! Reference source not found. that electric field is directly proportional to current 
density. Therefore, the present findings on current density can be considered as similar to (Muniraj and Chandrasekar, 
2012)(Sarang, Lakdawala and Basappa, 2009) where maximum electric field stress occur at the HV side under clean dry 
condition. 
Meanwhile, the electric current density for contaminated insulator seems increased with the presence of water as 
contamination especially on the trunk portion between sheds. Based on result in Fig. 5 (b), the existence of water has 
increased the conductivity along the sheath on SiR which led to the increment of electric field distribution at the same 
location. The present findings is in agreement with (Davidson, 2017)(Nekahi, McMeekin and Farzaneh, 2015) which 
concluded that the current density is depends on the conductivity of contamination. 
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Fig. 5 - Current density contour plot for (a) clean; (b) water; and (c) oil surface condition for SiR insulator 
 
It is observed that that maximum electric current density occurs at the HV end when oil was coated as the 
contamination layer as circled in Fig. 6 (c). The presence of oil is believed led to increment of temperature on a certain 
part of the insulation. This is due to the conductivity of steel material in insulation increasing at the critical point area 
(Mazli, Jamail and Othman, 2017) (Shazly et al, 2017). 
The result in Fig. 6 (c) is in agreement with (Rahman and Thottappillil, 2002) where the surface charge does not 
depend on hydrophobic properties but it depends on the material and filling process. It can be explained by using 
tribocharging concept (I. R. M. Association, 2017) whereby when two different materials touch each other, electrostatic 
charges can be induced. In this case, the electrons in the oil is believed move to the SiR insulator surface and therefore 
many charges are accumulated on the shed of the insulation when it touches each other. 
 
4.2 Simulation Results on Space Charge Density for SiR Insulator 














Fig. 6 - Space charge density under (a) clean; 
(b) water; and (c) oil surface for SiR insulator 
 
It can be seen from Fig. 6 that magnitude of charge achieve maximum value at both ends of the insulators. These 
results are consistent with (Farish and Al-Bawy, 1991) who stated that the distribution of surface charges resulting in 
the addition of cathode fields. 
The distribution of space charge density along the insulator surface can be considered as too small which below 
0.5x105 nC/m3 in clean condition as shown in Fig. 6 (a). However, it is observed that the distribution of space charge 
density along the insulator surface is slightly increased from the clean condition to water contamination; where the space 
charge density value is unstable distributed between 0.4x105 nC/m3 and more than 0.8x105 nC/m3 as circled in Fig. 6 (b). 
Thus, it can be concluded that the present of contamination layer on the insulator surface may trap the space charge in 
the layer. Interestingly, the distribution of space charge density seems much stable when the insulator was coated with 
oil as in Fig. 6 (c). The space charge density seems distributed around to 0.4x105 nC/m3 with only one spike of maximum 
value more than 1x105 nC/m3. The existence of oil on the insulator surface is believed has suppressed the movement of 
space charge. 
 
4.3 Simulation Results for EPDM Insulator 
The contour plot current density distribution under clean and contaminated for EPDM insulator is presented in Fig. 
7. It is apparent from Fig. 7 that the current density seems higher distributed near to the HV electrode but lower at the 
ground (GND) electrode. The distribution of current density can be related to electric field that reported in (Wang, 2018) 
where the author applied a similar concept to outdoor insulator but in different application. 
However, the electric current density in Fig. 7 (b) seems increased especially on the trunk portion between sheds and 
HV end when the insulator coated with water contamination. This condition is due to the presence of water causing the 
electrons move freely through the insulator surface. 
Meanwhile, the increment of charge at the triple junction region of the insulator can be found in Fig. 7 (c). Generally, 
the oil properties have a positive charge while EPDM insulator owned negative charge. It cannot be assumed that positive 
charge only in the oil contamination but small amount of negative charge also exists in it. Based on the triboelectric series 
(Molnar, Gersimov and Kurytnik, 2018), if a material is more likely to be positive side, it can be expected to push 
electrons from the negative side. By applying this concept, comparison is made between EPDM and oil contamination 
where movement of electron charge maybe lead to the occurrence of collision and the charge increase at the critical point. 
The space charge density under clean and contaminated surface condition for EPDM insulator is presented in Fig. 8. 
It can be seen from Fig. 6 (a) that magnitude of charge achieve maximum value at the GND end with the distribution of 
space charge density is more than 0.9x105 nC/m3, whereby the space charge around 0.4x105 nC/m3is distributed along 
the insulator surface. Meanwhile, the space charge distribution when the insulator was coated with water seems unstable 
towards the GND end as seen in Fig. 6 (b); where the magnitude of charge achieves minimum value at high end of the 
insulator but high value is found near to GND end. The space charge density is distributed between which above 0.5x105 
nC/m3 above 1x105 nC/m3. Similar in Fig. 6 (c), the charge distribution seems unstable distributed along the insulator 
surface with the maximum value about 0.9x105 nC/m3. 
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Fig. 6 - Space charge density under (a) clean; (b) water; and (c) oil surface for EPDM insulator 
 
 
4.4 Experimental Results for SiR and EPDM Insulator 
The time consuming to measure the charge distribution is an important criterion to be considered during experiment. 
Duration of time is crucial to make sure that the charge achieve the state of equilibrium. In this work, the time has been 
set to retrieve charge distribution data for 20 minutes. There are three charge sensors used in the chamber with different 
places namely near to GND end, HV end, and middle insulator. 
Fig. 7 exhibits the results captured from experimental works on charge distribution in clean surface condition for 
SiR insulator. It can be seen from Fig. 7 that the results show that the charge sensors located near to HV end captured 
higher charge distribution compared to the charge sensors located near to GND end. 
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Fig. 7 - Charge amplitude in experiment for SiR insulator 
 
Fig. 8 presents the charge distribution in clean surface condition for EPDM insulator captured from the experiment. 
The charge distribution pattern shown in Fig. 8 can be said similar to SiR insulator where charge is much higher at charge 
sensors near to HV end compared to GND end. However, the magnitude of charge seems distributed higher and more 
stable in EPDM insulator compared to SiR. The stability of charge in EPDM is believe due to the nature of EPDM had a 
longer relaxation time than SIR. (Sjostedt, Montaño, Serdyuk, and Gubański, 2007). 
 
Fig. 8 - Charge amplitude in experiment for EPDM insulator 
 
4.5 Comparison Between SiR and EPDM 
Fig. 9 shows the comparison results on current density along the arc length under different conditions in SiR and 
EPDM insulator. Based on Fig. 9, the current density distribution is increased under water condition for both insulators 
compared to oil and clean conditions. The current findings is consistent with findings of past studies by (El-Refaie, 
Elrahman and Mohamed, 2016) where the conductivity of contamination give effect on the electric field value for 
polymeric insulator. It is accepted that the electric field is increased when the conductivity of contamination increase. 
The current density and electric field can be related using equation in Error! Reference source not found. and Error! 
Reference source not found.. It is also noticed that there is 60% and 30% difference in current density between water 






























Fig. 9 - Comparison on current density under different condition in (a) SiR and (b) EPDM 
 
Fig. 10 presents the comparison on space charge density along the arc length under three different conditions in SiR 
and EPDM insulator. It can be said that space charge in SiR insulator increased at the both end fitting while space charge 
increased at the middle of the EPDM insulator when presence the contamination on the surface. Higher magnitude of 
space charge density at both end fitting is believed due to the charge injection and extraction process that occurred at 
both ends (Tanaka and Greenwood, 1978). 
It can be seen that there is 60% reduction in space charge density value when the insulator was coated with water 
and oil contamination for SiR insulator. However, in EPDM insulator, there is 50% difference in space charge density 




















Fig. 10 - Comparison on space charge density under different condition in (a) SiR and (b) EPDM 
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Fig. 11 shows that comparison of experimental results between SiR and EPDM insulators. It is apparent from Fig. 
11 that the amplitude of charge for EPDM is much higher than SiR at each of charge sensors. The current finding can be 
considered consistent with (Arshad et al., 2016)(Sjostedt, Gubanski, and Serdyuk, 2009) where the surface resistance on 
SiR is higher than EPDM insulator in a humid environment. The relationship between conductivity and surface resistance 
is inversely proportional given in Fig. 11. 
 
 
  1  (4) 
 














Fig. 11 - Comparison graph between SiR and EPDM in clean condition through experiment 
 
5. Conclusion 
Upon completion of this work, two types of insulator were chosen namely ethylene propylene-diene monomer 
(EPDM) and silicone rubber (SiR) to evaluate the current density and charge distribution on the insulator surfaces in 
simulation works while only charge distribution is considered in experimental works. In simulation, EPDM and SiR was 
designed in clean and contaminated conditions while only clean conditions is considered in experimental works. For 
contaminated condition, water and oil are taken into account as contamination source on the insulator surface with 15 kV 
voltage injection. The following points emerged from the present investigation: 
1. Current density is high in the trunk portion when encountering water on the surface insulator due to the 
conductivity water is higher than conductivity insulator. 
2. Experiment and simulation results show that EPDM have higher amplitude of charge compared to SiR due to the 
tendency of conductivity of EPDM material is high. Higher conductivity may affect the surface resistance where 
the conductivity of insulation is inversely proportional to the surface resistance. 
3. The charge amplitude distributed at each of sheds in contaminated conditions while charge amplitude 
distributed only at the both end-fitting in clean condition. 
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